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SECTION A-A
See Ventilation
j————38 12" R defail on T.5.3-2 NOTES:
’
Note 8. |. For construction requiremants ses Specifications.
n;rj 2. For Cabinet Lock Details, see T.5. 3-E0
3.- For painting,see Specifications.
==
g C] 4. Material, 10 gouge aluminum or 14 gouge steel.
Polich 5. The doors shall be raintight and dustproof.
ol
|1 Lock 6. For size and location of anchor bolts ses Foundation Detail
e [ 4" —ad T.S. 2- 3. Anchor boits shall be furnished with cabinet.
7. Shelves shall be removable and adjustable for verticol
[ J spacing. Shelves shall bs fabricated from shest steel .
, 8 For Door Stop Detall,ses TS. 3-I2.
C T
E ] o = 9, Install @ 20 Amp., 120 Volt coil, N/O,2 —pole contactor,
10. Install a manual —off-photo lighting control switch
as shown on T.S.3-5.
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